
1. SEE DETAILS ON SHEET M501 FOR CONNECTION OF PIPING.

2. ALL CONDENSATE PIPING SHALL BE MINIMUM 3/4".  CONNECTIONS TO FCU'S

SHALL BE ADAPTED AT UNIT TO CONNECT TO OUTLET ON FCU.

3. ALL BRANCH PIPING IS TO BE 3/4" UNLESS OTHERWISE STATED.

4. LOCATE SHUT-OFF VALVES AND CONTROL VALVES IN ACCESSIBLE CEILING

LOCATIONS.

5. COORDINATE INSTALLATION OF TAMPER PROOF CEILING ACCESS PANELS FOR

VALVES LOCATED IN PATIENT ROOMS.

6. SHADED AREAS OF THIS PLAN ARE NOT WITHIN THE PROJECT SCOPE OF WORK

AND ARE SHOWN FOR REFERENCE ONLY.

7. THE CONTRACTOR SHALL FLUSH CLEAN ALL NEW AND EXISTING PIPING BEFORE

PIPING LOOP SYSTEMS ARE OPERATIONAL.

8. REFER TO ATU AND FAN COIL UNIT SCHEDULES FOR HW AND CHW COIL FLOW

RATES.

9. ALL PENETRATIONS THROUGH RATED FLOOR/CEILING ASSEMBLIES AND

THROUGH FIRE RATED WALL AND SMOKE BARRIER ASSEMBLIES - THOSE

CREATED BY REMOVAL OF DEMOLISHED ITEMS UNDER THIS CONTRACT AND

THOSE DISCOVERED DURING CONSTRUCTION UNDER THIS CONTRACT AS A

RESULT OF PREVIOUS WORK AND THOSE CREATED BY NEW WORK UNDER THIS

CONTRACT - MUST BE SEALED AS PART OF THIS CONTRACT. ALL RATED

SEPARATIONS MUST MEET CURRENT CODE REQUIREMENTS.
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ATU-1

1"HW & CHW LOCATED IN

CEILING OF 3RD FLOOR.

1" CHWR & HWR LOCATED IN

CEILING OF 3RD FLOOR.
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SCALE: 1/8" = 1'-0"

CMD

PROVIDE 3/4" HWS&R CONNECTIONS AT AIR TERMINAL UNIT COIL

CONNECTION. REFER TO THREE VALVE COIL CONNECTION DETAIL ON

SHEET MH501. (TYPICAL ALL)

PROVIDE 3/4" HWS&R AND 3/4" CHWS&R CONNECTIONS AT FAN COIL

UNIT COIL CONNECTION. REFER TO THREE VALVE COIL CONNECTION

DETAIL ON SHEET MH501. (TYPICAL ALL)

ATU-1 IS COOLING ONLY UNIT FOR TELECOMMUNICATION CLOSET AND

NO HOT WATER PIPING IS REQUIRED.
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